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ISSUES:

MILLWORK SECTION

@ KITCHEN PANTRY
1 "=1'-0"A-703

1

MILLWORK SECTION

@ KITCHEN
1 "=1'-0"A-703

2

MILLWORK SECTION

@ KITCHEN
1 "=1'-0"A-703

3

MILLWORK SECTION

@ KITCHEN
1 "=1'-0"A-703

6

MILLWORK SECTION

@ KITCHEN SINK
1 "=1'-0"A-703

7

MILLWORK SECTION

@ KITCHEN
1 "=1'-0"A-703

5

MILLWORK SECTION

@ KITCHEN
1 "=1'-0"A-703

4

BASE AT SHELF
3 "=1'-0"A-703

8

COUNTER
3 "=1'-0"A-703

9

TYPICAL SS

COUNTER DETAIL
6"=1'-0"A-703

11

DETAIL
6"=1'-0"A-703

10

NOTES THIS DRAWING:

1 1 12" X 1 
1
2" CONTINUOUS STAINLESS STEEL ANGLE

2 END PANEL - PLASTIC LAMINATE FINISH ON BOTH SIDES

3 REFER TO DETAIL 3/A-152 FOR SOFFIT/FASCIA

4 6" LONG WIRE PULL

5 PLASTIC LAMINATE ADJUSTABLE SHELF

6 RECESSED HEAVY-DUTY STANDARD AND SHELF CLIPS

7 1 12" THICK PLASTIC LAMINATE PANEL

8 STAINLESS STEEL BACKSPLASH - FULL HEIGHT

9 2 X 8

10 SOLID SURFACE COUNTERTOP

11 2 X WOOD BLOCKING

12 3
4" PLYWOOD

13 LOCKS AT ALL PANTRY DOORS - VERIFY KEYING WITH OWNER

14 3
4" PLASTIC LAMINATE PANEL

A.

ALL COUNTER TOPS AND BACK & SIDE SPLASHES ARE

STAINLESS STEEL UNLESS OTHERWISE NOTED

B.

PROVIDE WOOD BLOCKING WITHIN WALL PARTITIONS FOR

BASE AND WALL CABINETS

C.

15 EDGE OF SERVING COUNTER ABOVE

16 CUT BOTTOM SHELF BACK TO ALLOW GAS VALVE TO VENT

17 RUBBER BASE

18 INSULATE PIPING BELOW HANDICAP SINK

19 STAINLESS STEEL BACKSPLASH

ALL DIMENSIONS TO BE FIELD VERIFIEDD.

TYPICAL BENCH DETAIL
3"=1'-0"A-703

12

20 LINE OF WALL FINISH

21 3
4" SOLID SURFACE BENCH W/ BULLNOSE EDGE PROVIDE

SEALANT & BACKING BETWEEN BENCH & WALLS

22 TREATED BLOCKING

23 3" X 3" X 3 8" GALV. ANGLE FRAME (WELDED) ON ALL FOUR

SIDES BOLT TO WALL TYP. WITH 12" DIA BOLTS AT 12" O.C.

TYP.


